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HDVRNCED MINERALS 

1 805 562 0288 P.01 

NAME 
Romaldo Communitv Water Co. 

LOCATION 

5597 w. Camino Cielo. Santa 
MAILING ADDRESS 

• 559.5 w. Camino Cielo. Santa 
OWNER/OPERATOR 

PRQGRAM/ELEMElfT · ·' 

i ·-

·. 

Sewage 

w 
Activity 

If'" 8f Flooding 

"' Construction 

Location 

~ ... Di sinlectiun 
a:" Fillration :,W 
o"' ., ... 

Treatment Other 

!!!,-
Storage 

!!;o Piping u,t!: 
50.. 

Cross-Con. Problam 

Equip. Maint. 

ci:: Records w 
D. No Operator 0 

Cross-Con. Program 

Jlt,JOR MINOR 

1: ~ 
2: 3; 
4, 5: 
6' 7! 
8 91 

10: ~ 
11 l 12, 
13i 141 
15; 16l 
17; 18\ 
19i w~ 
20i 21( 
W£a22i 
23i 24l 
25, 261 

-.J Number of Samples Insult.< 4 Samp._2_7_._! ---1 

c3 Number of Samples Insult. 4-8 Samp. 28 
§ Number of Samples lnsuff. > 8 Samp.:=2=9======: 

0 Std. No1 Met For <4 Mo. 30 ; 
ii: 
w Std. Not Met For 4-8 Mo. 31 
~ Std. Not Met For >8 Mo. 32 ' 

Pub. Notification Bact. 33 f 

lnorg. Insult. 

lnorg. Std. Not Met Nitrate 

lnorg. Std. Not Met Selenium 

I norg. Std. lllot Met Fluoride 

lnorg. Std. Not Met Mercury 

lnorg. Std. Not Met Arsenic 

lnorg. Std. Not Met Other 

Pub. Notification lnorg. 

Org. lnsuff. 

Org. Std. Not Met Required 

Org. Std. Not Met Other 

Pub. Notification Org. 

0 Seed. Chem. lnsuff. 

@ Seed. Chem. Std. Not Met 
II) 

Ill 

Consumer Acceptance Not Met 

Turb. lnsuff. Chronic 

Turb. Jnsuf1. lnterm. 

a: Turb. Sid. Not Mel lnterm. 
i= Turb. Std. Not Met Chronic 

Pub. Notification Turb. 

Permit None Valid 

34 

35 , 
36 
37 
38 
39 ( 
40 , 
41 f 
42 , 
43 ! 

44 i 

45 ' 
46 ' 
47 , 
48: 
49 ; 
50 
51 , 
52' 
53 
54 
55' 

DATE 

5-27-87. 
RECHECK DATE 

Barbara CA 93105 Next Annual 
COMPUTER NUMBER 

Barbara CA 93105 0668 
TIMEIN 

.1 SERVICE TIME OUT 

The marked items represent Health Code violations and must be cor-
rected' as follows: · ·· 

This water system consists of: one well. 256 feet 

deep, 17 gpm; one 10,000 gallon steel storage tank; 

one central booster pump {make, model, capacitv unknown); 

one 3,000 2allon steel pressure tank. and 2" ealvanizi!d 

steel ami SCH 40 NSF approved PVC. This system serves 

13 metered services, approximately 40 people. 

An annual inspection was made this date with resident 

Jow Davia. The above ground water system facilities have 

been refurbished and appear well maintained. However, as 

per Mr. Davis, due to the age of the distribution 

pipelines some breaks and leaks have occurred in the recent 

past. Ruptures and leaks in the water pipelines can l\ 

result in bacterioloaical contamination of the water 
: } 

l 

supply {Note: Unsatisfactory bacteriological samples 
J 

were obtained in March, April, and May). Deteriorating 

pipeline must be replaced with approved potable water 

pipeline as needed. When replacing the pipeline, be sure 

to maintain a minimum of 1 vertical foot and 10 horizontal 

feet distance between the water distribution pipeline and 

any on-site sewage disposal syste~. 

... 
Please note that follow-up samples to those preV'iously i--: Source 

~ Storage 
::I 56 i OFFICE ADDRESS AND PHONE NUMBER RECEIVED BY: -r i -b_, 
0 Distribution 57; /Jl'h ._/,£). + '/SI, - 1 

Safety Inadequate 58 SANITARIAN: 

SYSTEM STATUS: (MARK ONE) 

59 60 61 
MAJOR □ MINOR □ NO □ DEF. DEF. DEF. 

Al:tt.k-·'·• t? (d-el~~-
J 
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HVVRNCED MINERALS 

COUNTY OF SANT A BARBARA 

INSPECTION REPORT, Page __L of _L 

Name 
Rollw1do Community Water Co. 

Address 
5597 w. Camino Ciclo, Santa Barbara CA 

,..,...,...,-lnnt>r'I ,ir,.,,at-i<:f:,rt-n·rv 'he,rt-<>'l"inln"ir::11 

1 805 562 0288 P.02 

HEALTH CARE SERVICES 

I Inspg£~9~J1ate 

93105 

a<1mnl I!>!:: of M-<irch Anril anrl M.av were 

collected and W<H'."e found to be sat.i.sfactory. 

Aj.,AA,//,"l e I ,U-tJ\ -~ . 
J)'{hr(~f_', ·.:/ ;::J~f .. ,~--' ·1 

cnvironn&1tal Health Officer (received by) 

TOTAL P_vl? 

! 


